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VETERANS HEALTHCARE SYSTEM OF THE OZARKS
1100 N. COLLEGE AVE, FAYETTEVILLE, AR 72703

SITE PREP FOR MAGNETIC 
RESONANCE IMAGING 
EQUIPMENT
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Structural Engineer:
Bob D. Campbell & Co.
4338 Belleview
Kansas City, MO 64111

MEP Engineer:
TME, Inc.
2039 N. Green Acres Road
Fayetteville, AR 72703

Associate Architect:
SPUR Design
One Santa Fe Plaza, Suite 101
Oklahoma City, OK 73102

Cost Estimating:
CMR
5201 Johnson Dr., Suite 330
Mission, KS 66205
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Building and Wall Sections

AS301

BUILDING  21

1st FLOOR
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10" Reinforced slab, 
recessed 2" from top 
of finished floor.

RF Shielding 
enclosure.
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AS301
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AS301

BUILDING SECTION  looking East
Scale: 1/4" = 1'-0"

1
AS301 0 1 2 3 4 FT

MRI SCAN ROOM WALL SECTION
Scale: 1/2" = 1'-0"

2
AS301 0 1 2 3 FT

B.O. CLG

10'-0" AFF

B.O. RF SHIELD

11'-6" AFF

6"

1/2" COMPRESSIBLE JOINT
FILLER AND SEALANT

FINISH FLOOR OVER R.F.
SHIELDING

CONCRETE SLAB PER
STRUCT.

SUSPENDED ACOUSTICAL
TILE CEILING SYSTEM

SUSPENDED R.F.
SHIELDING

5/8" GYP. BD. OVER R.F.
ENCLOSURE

BUILDING  21

MRI SCAN ROOM NORTH WALL SECTION
Scale: 1/2" = 1'-0"

3
AS301 0 1 2 3 FT

5/8" GYP. BD. BOTH SIDES  
OF 6" METAL STUD W/ 
SOUND BATT INSULATION

6"
1/2" COMPRESSIBLE JOINT 
FILLER AND SEALANT

FINISH FLOOR OVER R.F. 
SHIELDING

CONCRETE SLAB PER 
STRUCT.

SUSPENDED ACOUSTICAL TILE 
CEILING SYSTEM

SUSPENDED R.F. 
SHIELDING

5/8" GYP. BD. OVER R.F. 
ENCLOSURE

B.O. RF SHIELD
11'-6" AFF

B.O. CEILING
10'-0" AFF

EXTERIOR DETAIL
Scale: 3/4" = 1'-0"

5
AS301 0 1 2 FT

GYP BD. CONTROL JOINT 
FULL PERIMETER OF 10' X 
10' KNOCK-OUT AREA

5/8" GYP 
BD.

6" METAL STUDS W/FULL 
THICKNESS BATT 
INSULATION

SEALANT OVER 1/2"
COMPRESSIBLE JOINT FILLER @

10' X 10' KNOCKOUT AREA
PERIMETER

MASONRY INFILL TO MATCH
ADJACENT

1 1/2" RIGID INSULATION
OVER VAPOR/WATER BARRIER

ON 5/8" EXT. GLASS-MAT
SHEATHING

MRI SCAN ROOM WEST WALL SECTION
Scale: 1/2" = 1'-0"

4
AS301 0 1 2 3 FT

INFILL TO MATCH 
ADJACENT WALL 
CONSTRUCTION AND 
FINISHES

6"
1/2" COMPRESSIBLE JOINT 
FILLER AND SEALANT

FINISH FLOOR OVER R.F. 
SHIELDING

CONCRETE SLAB PER 
STRUCT.

5/8" GYP. BD. BOTH SIDES  
OF 6" METAL STUD W/ 
SOUND BATT INSULATION

SUSPENDED ACOUSTICAL TILE 
CEILING SYSTEM

SUSPENDED R.F. 
SHIELDING

5/8" GYP. BD. OVER R.F. 
ENCLOSURE

B.O. RF SHIELD
11'-6" AFF

B.O. CEILING
10'-0" AFF

CRYOGEN QUENCH VENT - 
FULLY INSULATE TO POINT OF 
DISCHARGE.
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